Part I: Facility Information

Part | provides general facility information for the Central Energy Plant (CEP), as
listed below in the Table of Contents. Sections 2, 3, 4, 5, 6 and 7 are also
included in a database format, located on the diskettes in Section 13.
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General Facility and System Description

The Central Energy Plant (CEP) provides the major utility functions of
cooling, heating, emergency power, and waste handling for the Acute Care
Facility (ACF) at the Naval Medical Center in Portsmouth, Virginia. The
CEP is a stand-alone structure located off the southwest corner of the ACF.
The CEP was constructed around existing Building 20, which is the boiler
plant for the existing hospital. The existing boiler plant will become part of
the CEP. The following lists the major information for the CEP:

DIMENSIONS . . ..o e e 275'L x 135'W x 65'H
First FIOOr Area . . . .. oo e 21,200 ft?
Second Floor (Mezzanine) Area . . ..., 4,675 ft?
Interstitial Area . . ... 840 ft?
Third Floor Area . ... 1,600 ft?
Building Foundation Type .. .......... ... ........ To be field verified

Major CEP Systems:

! The Steam System provides steam for the Acute Care Facility (ACF)
and various surrounding buildings at the Naval Medical Center. The
steam system consists of six (6) dual-fuel boilers. Four (4) boilers
are existing from Building 20 while two (2) boilers have been added
to the system. The total capacity of the steam system is
approximately 190,000 pounds of steam per hour. The steam
system is supported by a Condensate System, a Boiler Blowdown
System and a Feedwater System consisting of a new deaerator
heater and four new boiler feed pumps.

The Chilled Water System in the CEP is dedicated to providing
chilled water for air handling units (AHUs) in the ACF. The chilled
water system consists of three (3) centrifugal chillers with a cooling
capacity of 1200 tons each. The chilled water system is supported
by the Water Treatment System and the Cooling Tower System,
which contains three (3) separate cooling towers.

The Domestic Hot Water System primarily supplies the Acute Care
Facility with hot water for all domestic and personal uses. The
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domestic hot water system consists of three (3) water heaters and
four (4) tempering valves. The domestic hot water system also
provides hot water for use within the CEP such as restrooms,
showers and the cart washers.

The Emergency Power System generates emergency power for the
vital components within the Acute Care Facility. The diesel
generator system uses six (6) diesel powered generators producing
1000 KW each. The diesel generators operates in conjunction with
the uninterruptible power supply (UPS) system which supports all
emergency power loads until the diesel generators can be brought
up to capacity. Fuel for the diesel generators is stored in a buried
fuel oil tank with each generator having its own local day tank.

The Electrical System located in the CEP supports all activity within
the CEP. The CEP does not supply electrical power to the ACF
which has a separate substation.

Special CEP Building Features:

The Incinerator System is used to burn hazardous medical refuse.
The unit is located on the north end of the building.

The loading dock is also located on the north end of the building.
The loading dock is equipped with loading dock levelers for safer
and easier loading and unloading of equipment and supplies.

The CEP is serviced by three (3) elevators. All three elevators are
hydraulic and are protected by cathodic protection systems. Two (2)
of these elevators are located on the north end of the building which
Is part of the new addition to the CEP. The third elevator is located
in the existing portion of the CEP.

The control room CEPOQOQ7 is a separate room located in the center of
the CEP next to the diesel generator room. The control panels within
this room can operate all vital systems and all major problems can
be observed in this room first.
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1 The cartwasher is located in the north end of the CEP. The function
of the cartwasher is to clean and sterilize the carts that are used
throughout the ACF for general medical transportation.
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Floor and Site Plan Information

This section consists of two parts: Table I-1 listing the CEP floor plan
information and a site plan of the CEP. The floor plan information includes
room numbers, descriptions and areas. The site plan is a color-coded
reproduction of the existing key plan from the design drawings. Information
from Table I-1 is included in the Part | database. The Table is arranged
alphanumerically by room number.

Table I-1: CEP Floor Plan Information
Room Description Area (ft?)
Number
CEPO0O1 Chiller Room 4860
CEP002 Treated Water System 470
CEP003 Existing Condensate Tank & Pump Room 280
CEP004 Switchgear Room 2185
CEPO005 Tank Room 700
CEPO006 Diesel Generator Room 3900
CEPOQO7 Control Room 730
CEPO008 Toilet 35
CEP009 Hall 75
CEP010 Office 195
CEPO011 Office 195
CEPOQ12 New Boiler Room 1935
CEPO13 New H.W. Pump Room 1200
CEP014 Trash Processing Room 1440
CEP015 Biological Decontamination 1560
CEP016 Sharp Destruction Room 260
CEP017 Dirty Cart Processing 900
CEP018 Stair -
CEP019 Elevator Lobby 290
CEP020 Office 140
CEP021 Clean Work Area 840
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Table I-1: CEP Floor Plan Information
Room Description Area (ft?)
Number
CEP022 Hall 90
CEP023 Vestibule 90
CEP024 Female Locker and Toilet 160
CEP025 Male Locker and Toilet 160
CEP026 Domestic Water Heater Room 1460
CEP027 Existing Boiler Room 4080
CEP028 Hall 175
CEP029 Janitors Closet 50
CEPO030 Female Locker and Toilet 240
CEP031 Male Toilet 255
CEP032 Male Locker Room 110
CEP033 Lunch Room 155
CEP034 Lobby 335
CEPO035 Vestibule -
CEP200 Interstitial 400
CEP201 Heat Exchanger Room 3090
CEP202 Storage 1180
CEP203 UPS Room 220
CEP204 Air intake Structure -
CEP300 Elevator Lobby 280
CEP301 Elevator Pump Room 120
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Utility Connection and Cutoff Information

This section consists of two parts: Table -2 listing the CEP utility
connection and cutoff points, plus a color-coded site plan showing their
locations in the CEP. Table I-2 includes, where applicable: system, room
number, panel number, circuit breaker, valve number. The site plan is
color-coded and shows the location of the items described in Table I-2.
Information from Table I-2 is included in the Part | database.

Table I-2: CEP Utility Connection and Cutoff Points
Connection/Cutoff Device [ Room Location | Photo
Description Number ID
Chilled water supply to ACF * CEPO001 south wall *x
Condenser water supply to towers * CEPO001 south wall *x
Water supply from utility for CEP * CEPO012 west wall *x
Electrical power from switchyard * CEP004 south wall *x
Steam supply to ACF from CEP * CEP026 north wall *x
Fuel supply to boilers * CEPO035 south wall *x
Fuel supply to generators * CEPO035 south wall *x
Natural gas supply from utility * CEP026 north wall *x
Fuel supply from main tank * CEPO035 south wall *x
Sanitary sewer from CEP * CEPO014 north wall *x
Storm drain * CEPO15 north wall **

* Connection devices to be verified during visit to site. Tag designation

to be obtained from contractor and will be included in next submittal.

** Each connection will be photographed during our site visit and will be
included in next submittal.
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Floors, Ceilings and Wallls

This section consists of two parts: a summary of the floor, ceiling and wall
coverings in the CEP; and a room-by-room presentation of the same
information. Table I-3 includes room numbers, floor areas, wall areas, and
the primary floor, ceiling and wall coverings. Information from Table I-3 is
included in the Part | database. The Table is arranged alphanumerically by
room number.

Floor, Ceiling and Wall Covering Summary (CEP):

Total FIoor Area . . .. ...
Total Wall Area . . ... ..

Total Carpeted Floor Area . ...
Total Painted Concrete Floor Area . ... ... i
Total Unfinished Concrete Floor Area

Table I-3: CEP Floors, Ceilings and Walls
(refer to end of table for legend
Room Floor Wall Primary Primary Primary
Number Area Area Floor Ceiling Wall
(ft)* | (ft)* | Covering Covering Covering
CEP001 4860 6625 CS PNT CMU/PNT-1
CEP002 470 98xht EX EX EX
CEP003 280 68xht EX EX EX
CEP004 2185 4875 CS PNT-5 CMU/PNT-1
CEP005 700 2855 CS PNT CMU/PNT-1
CEP006 3900 2945 CS PNT CMU/PNT-1
CEP007 730 865 VCT ATC CMU/PNT-1
CEP008 35 195 CT-1,2 GWB CMU/PNT-1
CEP009 75 355 VCT ATC CMU/PNT-1
CEP010 195 460 VCT ATC CMU/PNT-1
CEPO011 195 460 VCT ATC CMU/PNT-1
CEP0Q12 1935 3085 cs PNT CMU/PNT-1
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Table |-3: CEP Floors, Ceilings and Walls
(refer to end of table for legend
Room Floor Wall Primary Primary Primary
Number Area Area Floor Ceiling Wall
(ft)* | (ft®)* | Covering Covering Covering
CEP013 1200 2485 CS PNT CMU/PNT-1
CEP014 1440 2945 CS PNT CMU/PNT-1
CEP015 1560 2120 CS PNT CMU/PNT-1
CEP016 260 650 CS PNT CMU/PNT-1
CEP017 900 2300 CS PNT CMU/PNT-1
CEP018 - - CS PNT CMU/PNT-1
CEP019 290 1730 CS PNT CMU/PNT-1
CEP020 140 395 VCT ATC CMU/PNT-1
CEP021 840 2855 CS PNT CMU/PNT-1
CEP022 90 260 CS PNT CMU/PNT-1
CEP023 90 210 CS PNT CMU/PNT-1
CEP024 160 420 CT-1,2 PNT CT-3
CEP025 160 420 CT-1,2 PNT CT-3
CEP026 1460 3280 CS PNT EX/PNT-1
CEP027 4080 32xht FAF,EX EX EX
CEP028 175 720 VCT PNT CMU/PNT-1
CEP029 50 260 CS PNT CMU/PNT-1
CEP030 240 675 CT-1,2 PNT CT-3
CEP031 255 640 CT-1,2 PNT CT-3
CEP032 110 340 CT-1,2 PNT CT-3
CEP033 155 500 RVT PNT CMU/PNT-1
CEP034 335 840 VCT EX EX/PNT-1
CEP035 - - EX EX EX
CEP200 400 100xht PNT CMU/PNT
CEP201 3090 236xht GCMU PNT CMU/PNT
CEP202 1180 176xht PNT CMU/PNT
CEP203 220 64xht GCMU PNT CMU/PNT
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Table I-3: CEP Floors, Ceilings and Walls

(refer to end of table for legend

Room Floor Wall Primary Primary Primary
Number Area Area Floor Ceiling Wall
(ft)* | (ft®)* | Covering Covering Covering
CEP204 - - MTL EXP
CEP300 280 760 GCMU ATC CMU/PNT
CEP301 120 440 GCMU PNT CMU/PNT
Legend:

ATC - Acoustical Tile Coating
CS - Conrete Sealer
CT - Ceramic Tile

EX - Existing (Material)
EXP - Exposed (Construction)
GCMU - Glazed Coated Concrete
MTL - Metal Structure

VCT - Vinyl Composite Tile

GWB - Gypsum Wallboard

PNT - Paint

RB - Resilient Base

RST - Rubber Stain Treads

FAF - Fluid Applied Floors

*** All rooms to be verified during site visit ***
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Windows and Doors

The following table presents the window and door information for the CEP.
The information listed includes the total number of windows and doors, the
type of windows and doors, and the number of windows on each wall. The
Table is arranged alphanumerically by room number.

Table 1-4: CEP Windows and Doors
Room # of Doors Door # of Window
Number Type Windows Type
CEPO001 2 1--A 2 2 - AA
1--G
CEP002 - - - -
CEP003 - - - -
CEP004 2 1--B - -
1--E
CEPO005 - - - -
CEP006 3 1--B - -
1--G
1--A
CEPO007 3 2--B - -
1--A
CEPO008 1 1--A - -
CEP009 2 1--B - -
1--D
CEP010 1 1--B 1 1--AA
CEPO11 1 1--B 1 1--AA
CEP012 2 1--A - -
1--G
CEP013 1 1--A - -
CEPO014 3 1--A 1 1--AA
2--C
CEP015 1 1--G - -
CEPO016 1 1--F - -
CEP017 - - - -
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Table I-4: CEP Windows and Doors
Room # of Doors Door # of Window
Number Type Windows Type
CEP018 4 3--A - -
1--C

CEP019 - - 4 3--BB

1--CC
CEP020 1 1--B 1 1-- AA
CEP021 1 1--F - -
CEP022 - - - -
CEP023 - - - )
CEP024 1 1--A - -
CEP025 1 1--A - -
CEP026 3 1--A EX EX

2 - EX

CEP027 - - - -
CEP028 1 1-- EX - -
CEP029 1 1--A - -
CEP030 1 1--A EX EX
CEP031 1 1--A EX EX
CEP032 - - -
CEP033 1 1--B EX EX
CEP034 1 1-- EX EX EX
CEP035 2 2 - EX EX EX
CEP200 - - 2 2--BB
CEP201 - - EX EX
CEP202 - - EX EX
CEP203 1 1--A EX EX
CEP204 1 1--A - -
CEP300 1 1--A 4 2--DD

2--BB

2 --EE
CEP301 1 1--A - -
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Table I-4: CEP Windows and Doors

Room # of Doors
Number

Door
Type

# of

Windows

Window
Type

EXTERIOR -

| [0
g

FLUSH WISIOM FANEL  NARROWLITE  FULL UIEW
A o C D

Doors

A -- Flush Door

B -- Vision Panel

C -- Narrow Lite

D -- Full View

E -- Double Doors

F -- Double Doors w/ view panel
G -- Rolling Door

Windows

EX -- Existing Door Type to be Field Verified

AA -- Double Insulated 5'-4" Square Window
BB -- Double Insulated 6'-0" x 2'-8" Window
CC -- Double Insulated 5'-4" x 2'-8" Window
DD -- Double Insulated 1-8" x 2'-8" Window
EE -- Double Insulated 3'-0" Radius Window
EX -- Existing Window Type to Field Verified

ROLLING DOOR
Lo}
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Lights

The following table presents the lighting information for the interior areas of

the CEP. The information covers the fixtures, lamps, wattages, and if the
light is on emergency power. The Table is arranged alphanumerically by

room number.

Table I-5: CEP Lighting
Room Type Emer. | Type of # of Lamps | Watts | Watts
of Power Lamp Fixture per per per
Fixture ? Fixture | Lamp | Room
CEP001 c4 HPS 24 1 100
G1 Yes INCAN 14 2 8 2400
El LED 1 1 -
CEP002 G1 Yes INCAN 2 2 8 EX
CEP003 EX EX EX EX EX EX EX
CEP004 D3 F32T12CW 20 2 40
G1 Yes INCAN 12 2 8 1600
El LED 1 1 -
CEPO005 c4 HPS 3 1 100
E1 Yes LED 1 1 - 300
G1 INCAN 2 2 8
CEPO006 c4 HPS 7 1 100
C5 HPS 7 1 100 1400
E1 Yes LED 1 1 -
G1 INCAN 6 2 8
CEPO007 F1 F32T12CW 16 2 40 1280
El LED 1 1 -
CEP008 D1 F32T12CW 1 2 40 80
CEPO009 F6 F32T12CW 2 2 40
E1 LED 1 1 - 230
H1 HPS 1 1 70
CEP010 F3 F32T12CW 2 4 40 320
CEPO11 F3 F32T12CW 2 4 40 320
CEPO012 G1 Yes INCAN 10 2 8 -
El LED 1 1 -
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Table I-5: CEP Lighting
Room Type Emer. | Type of # of Lamps | Watts | Watts
of Power Lamp Fixture per per per
Fixture ? Fixture | Lamp | Room
CEP013 D3 F32T12CW 4 2 40
El LED 1 1 - 800
F4 F32T12CW 6 2 40
G1 Yes INCAN 2 2 8
CEP014 A2 MH 6 1 250 1500
G1 Yes INCAN 4 2 8
CEPO015 A2 MH 8 1 250 2000
G1 Yes INCAN 4 2 8
CEP016 F1 F32T12CW 6 2 40 480
CEP017 A2 MH 4 1 250 1000
CEP018 D1 F32T12CW 5 2 40
G1 Yes INCAN 6 2 8 400
El LED 1 1 -
CEP019 C3 MH 2 1 175 350
El LED 1 1 -
CEP020 F2 F32T12CW 2 3 40 240
CEP021 A2 MH 6 1 250
G1 Yes INCAN 4 2 8 1500
El LED 1 1 -
CEP022 D2 F32T12CW 1 2 40 80
El LED 2 1 -
CEP023 D1 F32T12CW 1 2 40 80
CEP024 D1 F32T12CW 3 2 40 240
CEP025 D1 F32T12CW 3 2 40 240
CEP026 C3 MH 10 1 175
G1 Yes INCAN 8 2 8 1750
El LED 2 1 -
CEP027 EX EX EX EX EX EX EX
CEP028 D1 F32T12CW 2 2 40 160
CEP029 D1 F32T12CW 1 2 40 80
CEP030 D1 F32T12CW 4 2 40 320
CEP031 D1 F32T12CW 4 2 40 320
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Table I-5: CEP Lighting

Room Type Emer. | Type of # of Lamps | Watts | Watts
of Power Lamp Fixture per per per

Fixture ? Fixture | Lamp | Room

CEP032 D1 F32T12CW 1 2 40 80

CEP033 D1 F32T12CW 2 2 40 160

CEP034 D1 F32T12CW 3 2 40
G1 Yes INCAN 2 2 8 240
El LED 1 1 -

CEPO035 D1 F32T12CW 1 2 40 80
El LED 1 1 -

CEP200 D3 F32T12CW 3 2 40 240

CEP201 A3 HPS 7 1 250
F4 F32T12CW 12 2 40 3760
G1 Yes INCAN 8 2 8
C2 HPS 7 1 150

CEP202 F4 F32T12CW 12 2 40
G1 Yes INCAN 4 2 8 960
El LED 1 1 -

CEP203 D1 F32T12CW 4 2 40 320
G1 Yes INCAN 2 2 8

CEP204 V2 INCAN 6 1 100 670
w1 HPS 1 1 70

CEP300 F1 F32T12CW 2 2 40 160
G1 Yes INCAN 2 2 8

CEP301 D3 F32T12CW 2 2 40 160
G1 Yes INCAN 2 2 8

EXT w2 HPS 7 1 100
w3 HPS 2 1 150
H1 HPS 1 1 70 1770
C6 MH 4 1 175
Naval Medical Center CEP Date: 15Feb95 Part: | Vol: 1 Page: 16

* PRELIMINARY SUBMITTAL **




Plumbing Fixtures

The following table presents the plumbing fixture information for the CEP.

The information listed includes the number and type of bathroom/kitchen
fixtures in each room. Only rooms with plumbing fixtures are included. The
Table is arranged alphanumerically by room number.

Table I-6: CEP Plumbing Fixtures **
Room Sink # of Lav # of Toilet # of Urinal # of Shower # of
Number Type | Sinks Type Lavs Type Toilets Type Urinals Type Showers
CEP008 - - A1065 1 1 - - - -
CEP024 - - A1065 2 1 - - A5175 1
A
CEP025 - - A1065 2 1 - 1 A5175 1
A
CEP029 - 1 - - - - - - - -
CEP030 - - A1065 2 1 - - - 1
CEP031 - - A1065 2 1 - 2 - 1
**All plumbing fixtures to be veriifed during site visit **
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Equipment Inventory

Table I-7 is a summary of the information included in the Mainsaver
equipment database. A diskette including the complete Mainsaver
equipment database is located in Section 13. The following equipment
inventory summary includes the equipment tag, equipment description,
location, and manufacturer. Only major components, such as those shown
on design equipment schedules, is included in the Mainsaver equipment
database, and therefore in the equipment inventory summary.

The complete Mainsaver equipment database, located on the diskette in
Section 13, includes all of the following information:

- Asset number (equipment tag)
- Building (location)

- Equipment description

- Serial number

- Model number

- Manufacturer

- Vendor

- Warranty date

- Purchase date

- Warranty job order number
- Warranty asset number

- Warranty location

- Nameplate data

- Purchase cost

*** The remaining data will be collected during the field survey ***
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Table I-7: Equipment Inventory
Sys | Tag Description Location | Manufacturer
5 AHU-1 Air Handling Unit CEP008 Trane
5 AHU-2 Air Handling Unit CEP008 Trane
5 AHU-3 Air Handling Unit CEP001 Trane
5 AHU-4 Air Handling Unit CEP001 Trane
5 AHU-5 Air Handling Unit CEP007 Trane
5 AHU-6 Air Handling Unit CEP026 Trane
5 AHU-7 Air Handling Unit CEP022 Trane
5 AHU-8 Air Handling Unit CEP014 Trane
5 AHU-9 Air Handling Unit CEP015 Trane
16 AR-1 Air Receiver CEP027
16 ASP-1 Air Separator
1 B-105 Boiler CEP027
1 B-106 Boiler CEP027
1 B-107 Boiler CEP027
1 B-108 Boiler CEP027
1 B-109 Boiler CEPOQ12 Cleaver-Brooks
1 B-110 Boiler CEPOQ12 Cleaver-Brooks
2 BFP-5 Boiler Feed Pump CEP012 Grundfos
2 BFP-6 Boiler Feed Pump CEP012 Grundfos
2 BFP-7 Boiler Feed Pump CEP012 Grundfos
2 BFP-8 Boiler Feed Pump CEP012 Grundfos
1 BHX-1 Blowdown Heat Exchanger CEP201 Crane
1 CBT-1 Continuous Blowdown Tank Crane
11 CDP-1 Condensate Pump CEPO03
11 CDP-2 Condensate Pump CEP023
4 CDP-3 Condensate Pump CEP023 Shipco
4 CDP-4 Condensate Pump CEP003 Shipco
11 CDR-1 Condensate Receiver CEP003 Shipco
11 CDT-1 Condensate Return Tank CEP003
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Table I-7: Equipment Inventory
Sys | Tag Description Location | Manufacturer
21 CFP-1 Cooling Tower Chemical Acid
Pump
21 CFP-2 Cooling Tower Biocide Pump CEPO0O1
21 CFP-3 Cooling Tower Corrosion Inhib. CEPOO1
Pump
21 CFP-4 Cooling Tower Biocide Pump CEP001
CFP-5 Not Used
20 CFP-6 Chilled Water Corrosion Inhib. CEPOO1
Pump
1 CFP-7 Deaerating Heater Chemical CEPO001
Pump
2 CFP-8 Boiler 109 Phosphate Pump CEP001
2 CFP-9 Boiler 110 Phosphate Pump CEP001
20 CHP-1 Chiller Pump CEPO001
20 CHP-2 Chiller Pump CEP001
20 CHP-3 Chiller Pump CEP001
20 CHR-1 Chiller CEP001
20 CHR-2 Chiller CEP001
20 CHR-3 Chiller CEP001
2 CST-1 Chemical Storage Tank Outside
CEP
21 CTC-1 Cooling Tower Cell Roof
21 CTC-2 Cooling Tower Cell Roof
21 CTC-3 Cooling Tower Cell Roof
21 CTF-1 Cooling Tower Fan Roof
21 CTF-2 Cooling Tower Fan Roof
21 CTF-3 Cooling Tower Fan Roof
21 CTP-1 Cooling Tower Pump Roof
21 CTP-2 Cooling Tower Pump Roof
21 CTP-3 Cooling Tower Pump Roof
1 DAH-1 Deaerating Heater CEPO013 Crane
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Table I-7: Equipment Inventory

Sys | Tag Description Location | Manufacturer

2 DALK-1 Dealkalizer CEP001 McNew Culligan

4 DCP-1 Domestic Recirculating Pump CEP026

4 DCP-2 Domestic Recirculating Pump CEP026

4 DCP-3 Domestic Recirculating Pump CEP026

4 DCP-4 Domestic Recirculating Pump CEP026

3 DG-1 Diesel Generator CEPO006 Cummins

3 DG-2 Diesel Generator CEPO006 Cummins

3 DG-3 Diesel Generator CEPO006 Cummins

3 DG-4 Diesel Generator CEPO006 Cummins

3 DG-5 Diesel Generator CEPO006 Cummins

3 DG-6 Diesel Generator CEPO006 Cummins

17 DP-1 Distribution Pump

17 DP-2 Distribution Pump

17 DP-3 Distribution Pump

4 DWT-1 Domestic Water HT/Storage CEP026 Adamson
Tank

4 DWT-2 Domestic Water HT/Storage CEP026 Adamson
Tank

4 DWT-3 Domestic Water HT/Storage CEP026 Adamson
Tank

5 E-01 Exhaust Fan Roof Greenheck

5 E-02 Exhaust Fan Roof Greenheck

5 E-03 Exhaust Fan Roof Greenheck

5 E-04 Exhaust Fan Roof Greenheck

5 E-05 Exhaust Fan Roof Greenheck

5 E-06 Exhaust Fan Roof Greenheck

5 E-07 Exhaust Fan Roof Greenheck

5 E-08 Exhaust Fan Roof Greenheck

5 E-09 Exhaust Fan Roof Greenheck

5 E-10 Exhaust Fan CEPO0O1 Greenheck
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Table I-7: Equipment Inventory
Sys | Tag Description Location | Manufacturer
5 E-11 Exhaust Fan Roof Greenheck
5 E-12 Exhaust Fan Roof Greenheck
EXT-1 Expansion Tank CEP001
EXT-2 Expansion Tank CEP012
EXT-3 Expansion Tank CEP012
5 F-105 Forced Draft Fan
5 F-106 Forced Draft Fan
5 F-107 Forced Draft Fan
5 F-108 Forced Draft Fan
5 F-109 Forced Draft Fan
5 F-110 Forced Draft Fan
3 FDT-1 Day Tank CEPO006
3 FDT-2 Day Tank CEPO006
3 FDT-3 Day Tank CEPO006
3 FDT-4 Day Tank CEPO006
3 FDT-5 Day Tank CEPO006
3 FDT-6 Day Tank CEPO006
19 FOP-3 Fuel Oil Pump Outside
CEP
19 FOP-4 Fuel Oil Pump Outside
CEP
19 FOP-5 Fuel Oil Pump Outside
CEP
19 FST-1 Fuel Oil Storage Tank CEP006
4 HHX-1 Hot Water Heat Exchanger CEP201
4 HHX-2 Hot Water Heat Exchanger CEP201
4 HHX-3 Hot Water Heat Exchanger CEP201
HRC-1 Chilled Heat Recovery Cond.
4 HWP-1 Hot Water Pump CEP026
4 HWP-2 Hot Water Pump CEP026
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Table I-7: Equipment Inventory

Sys | Tag Description Location | Manufacturer

4 HWP-3 Hot Water Pump CEP026

4 HWP-4 Hot Water Pump CEP026

1 IBT-1 Intermittent Blow Off Tank Adamson

16 PAC-1 Plant Air Compressor CEP027 Ingersoll-Rand

16 PAC-2 Plant Air Compressor CEP027 Ingersoll-Rand

16 PAD-1 Plant Air Dryer CEP027 Ingersoll-Rand

12 PWI-1 Pathological Waste Incinerator CEP014

12 RAS-1 Retort Autoclave System CEP014

12 RAS-2 Retort Autoclave System CEP014

20 RSR-1 Refrigerant Storage Recycling CEPO001

System

12 SDU-1 Sharps Destruction Unit CEP016

12 SDU-2 Sharps Destruction Unit CEP016

4 S-01 Supply Air Fan CEP006 Greenheck

4 S-02 Supply Air Fan CEP006 Greenheck

4 S-03 Supply Air Fan CEP006 Greenheck

4 S-04 Supply Air Fan CEP006 Greenheck

4 S-05 Supply Air Fan CEP006 Greenheck

4 S-06 Supply Air Fan CEP006 Greenheck

4 S-07 Supply Air Fan CEP004 Greenheck

4 S-08 Supply Air Fan CEP004 Greenheck

2 SOF-1 Water Softner CEP001 McNew Culligan

2 SP-1A Steam Powered Pump CEPOQ12

2 SP-1B Steam Powered Pump CEPOQ12

2 SP-2A Steam Powered Pump CEPOQ12

2 SP-2B Steam Powered Pump CEPOQ12

2 SP-3A Steam Powered Pump CEPOQ12

2 SP-3B Steam Powered Pump CEPOQ12

2 TWP-1 Treated Water Pump CEP202 Grundfos
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Table I-7: Equipment Inventory
Sys | Tag Description Location | Manufacturer
2 TWP-2 Treated Water Pump CEP202 Grundfos
2 TWT-1 Treated Water Tank CEP202
5 UH-01 Unit Heater CEP001 Trane
5 UH-02 Unit Heater CEP001 Trane
5 UH-03 Unit Heater CEP001 Trane
5 UH-04 Unit Heater CEP004 Trane
5 UH-05 Unit Heater CEP006 Trane
5 UH-06 Unit Heater CEP006 Trane
5 UH-07 Unit Heater CEP006 Trane
5 UH-08 Unit Heater CEP014 Trane
5 UH-09 Unit Heater CEP014 Trane
5 UH-10 Unit Heater CEP014 Trane
5 UH-11 Unit Heater CEPO017 Trane
5 UH-12 Unit Heater CEP021 Trane
5 UH-13 Unit Heater CEP026 Trane
5 UH-14 Unit Heater CEP026 Trane
5 UH-15 Unit Heater CEP026 Trane
5 UH-16 Unit Heater CEPO016 Trane
17 SWP-1 Service Water Pump CEP005 Grundfos
17 SWP-2 Service Water Pump CEP005 Grundfos
5 EF-1 Exhaust/Intake Fan CEP300
5 EF-2 Exhaust/Intake Fan CEP300
5 IF-1 Exhaust/Intake Fan Stack
5 IF-2 Exhaust/Intake Fan Stack
5 IF-3 Exhaust/Intake Fan Stack
5 CONV-1 Convector CEP018
5 CONV-2 Convector CEP 300
Hall

5 AC-1 Air Conditioning Unit
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Table |-7: Equipment Inventory
Sys | Tag Description Location | Manufacturer
5 AC-2 Air Conditioning Unit
5 CU-1 Condensing Unit: Air Cooled
5 CU-2 Condensing Unit: Air Cooled
5 CUH-1 Cabinet Unit Heater Stair
1 ST-1 Steam Trap
1 ST-2 Steam Trap
1 ST-3 Steam Trap
1 ST-4 Steam Trap
1 ST-5 Steam Trap
1 STK-1 Plant Stack
15 SAF-1 Seal Air Fan CEPO027 Greenheck
15 SAF-2 Seal Air Fan CEPOQ12 Greenheck
3 LOT-1 Lube Oil Tank (Buried) Outside
CEP
3 LOT-2 Lube Oil Tank (Buried) Outside
CEP
4 CW-1 Cart Washer CEPO17
3 CLOP-1 Clean Lube Oil Pump CEP006
3 DLOP-1 Dirty Lube Oil Pump CEP006
11 SP-9 Submersible Pump CEP037
5 G-01 Gravity Intake/Relief
5 G-02 Gravity Intake/Relief
5 G-03 Gravity Intake/Relief
5 G-04 Gravity Intake/Relief
5 G-05 Gravity Intake/Relief
5 G-06 Gravity Intake/Relief
5 G-07 Gravity Intake/Relief
7 CB-52.1 Circuit Breaker CEPO004
7 CB-52.2 Circuit Breaker CEPO004
7 CB-52.3 Circuit Breaker CEP004
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Table I-7: Equipment Inventory
Sys | Tag Description Location | Manufacturer
7 CB-52.4 Circuit Breaker CEPO004
7 CB-52.5 Circuit Breaker CEP004
7 CB-52.6 Circuit Breaker CEP004
7 CB-52.7 Circuit Breaker CEPO004
7 CB-52.8 Circuit Breaker CEPO004
7 CB-52.9 Circuit Breaker CEP004
7 CB-52.10 Circuit Breaker CEP004
7 CB-52.11 Circuit Breaker CEPO004
7 CB-52.12 Circuit Breaker CEP004
7 CB-52.13 Circuit Breaker CEP004
7 CB-52.14 Circuit Breaker CEP004
7 CB-52.15 Circuit Breaker CEP004
7 CB-52.16 Circuit Breaker CEP004
7 CB-52.17 Circuit Breaker CEP004
7 CB-52.18 Circuit Breaker CEP004
7 CB-52.19 Circuit Breaker CEP004
7 MCC-1 Motor Control Center CEP004
7 MCC-2 Motor Control Center CEP004
7 MCC-3 Motor Control Center CEP004
7 MCC-4 Motor Control Center CEP004
7 SWBD-1 Switchboard CEP004
7 SWBD-2 Switchboard CEP004
7 BC-1 Battery Charger
7 B-1 Battery
7 CPLC-1 Control Power Load Center
7 UPS-1 UPS System
7 LUVD-1 Panelboard CEP203
7 LP-1 Panelboard CEP004
7 LVD-1 Panelboard CEP004
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Table |-7: Equipment Inventory
Sys | Tag Description Location | Manufacturer
7 LVD-2 Panelboard CEP034
7 LVD-3 Panelboard CEP021
7 LVD-4 Panelboard CEP004
7 LVDC-1 Panelboard CEP034
7 XFMR-1 Main Transformer CEPO004
7 XEMR-2 Main Transformer CEP004
7 XFMR-3 Transformer CEP004
7 MCS-1 Main Cutoff Switch CEPO004
7 MCS-2 Main Cutoff Switch CEP004
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Warranty Information

This section consists of two parts: Table I-8 is an index of the warranty
information for each piece of equipment included in the Equipment
Inventory which have a warranty exceeding one (1) year. Equipment with
warranties of one (1) or less are the responsibility of the construction
contractor and are not included in this Table. The warranty information
includes: the specification section, the warranty expiration date, the
warranty point of contact, a cross-reference to the written warranties, and
any special O&M required to keep the warranty valid. The Table is
arranged alphanumerically by equipment.

Following the Table is a photocopy of each warranty referenced in Table I-
8. The warranties are arranged alphabetically by manufacturer.

Table I-8: CEP Warranty Index for Equipment Warrantied Over One Year

Equipment Spec. Warranty Point of Copy of Special O&M
Section | Expiration | Contact Warranty Required to
Date Submitted? | Maintain Warranty
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Written Warranties

This section includes a copy of all manufacturer's warranties for all
equipment from Sections 1 through 18. The warranties are arranged
alphabetically by manufacturer. The following is an index of the included
warranties. Refer to Table I-8 for an index of warranties longer than one
(1) year.

Manufacturer Page
AdamSON ... W-1
AMSCO . e W-2
Magnetrol . ... W-3
MNew Culligan . ........ .. e e W-4
Shippensburg Pump .. ... .. W-5
TNEMEC . . . e W-6
VUICAN . . e W-7
WIIKINS . W-8
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ADAMSEUON HARRANTY

adamsnn Company, lnec, guaranlees that any item of it=
cwn mwmopufacture shall he free of defecis in muletrial er
workmanship Ter a poeriaed ol one yoar IFrop date of
aterct -1, proewidad that atarl-nBp oocores wilLhhin =six
menl hae “rom date =0 Sshopment.

Adamacsn guaranbcocuvs fLhat eanch WwaAter huataor will apcocraetle
at rated capmcity when properly instmlled and wperated
At desikn conditiang-.

Adsmuon shall sccept unit reeponslibility Lo ingure Lhat
the oraglinal menufacturer'sa written warranoly will be
honpnored an all anceaseries supplisd by adamson,

T¢F any dreTact in material or warkmanship 15 reporfted tao
Aadamson in writing wilhin the warrantwy i, Adamzon
shell, at its sptiomn. repailr ar roeniace BILY de factk v

itams of itls owo mannfeacture or provide instruclions Aas
Lo where items manufacktured by others and supplied by
Adamzcn mawy te returned [or prompt repasr o replace-

me .

411 warrantie=s are vaided if repairs or wlteraltions are
perlermed withoeot the prior writteon caonzenl ol Adamacon.
Adamson wil!l net be held liable For any lanor, Freigcht
chargenr, less of lokomesy ropnaegquential or imcidoenLlal
damages, inalwllistion cests, or conlingent limbili.¥ of
any kind resulting from Lhe manutaclure, Rale, 'instal-
lation apr use of this eguipment. The Owner'se soclcoc and
excluanive roemedy under thia warranty im yrepalir or
replacemsnt ot defoecta as aet aub in the T*erms al thisa
warranty.

Thiszs warranty is in liew of any and all othar warcawn-
Liez amd/or Huarantep:s, eXpreasged or inmplied., including
the iwplied warrsnty of merchantibility mand the implied
warraenty aof fitnesa for pATticular puLrpcoed.

SPECIAL CONDITIOKE ¥OR ATAMSON SERIAL & FSI_:’_— "17_[_" Rk _ OHLY:
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LIMITED WARRANTY

CENTRAL AIR CONDITIONER

TGC, TCD, TCH and TCM
Wodeds Less than 20 Tons
(Parts Only)

This warranty is extended ty American Standard Inc., 19 1ha criginal purchaser and t any aucceeding awner of the
real property 1 which the Gantral Alr Conditioner a origially affixed, and applies to products purchased and
refained for wea within tha U.3.A.

If any part, incuding tha Ingoer and outdoor coil, of your Central Alr Conditioner falls because of 4 manufaciuring
defaet wilhin gre year from the date of original purchase, Warramar will umish withcut charge 1ha requirad mplace-
ment part. Any local transportatian, related servica labor, diagnosls calls, refrigerant and seiated Items are
nat Included,

I aqdlyen, if 1ha sealad metor-compeessar falls because of a manufacturing defect within the second through fifth
year from Ihe date of origingl purehasa, Wemranior will fumish without charge tha raduined (eplacemant comaresaor,
Any kcal transportation, related servics labor, disgnosta calls, refrigerant and related iems ara nat
included.

Thia warrenty doaa not cover failure of your Gentral Air Gonditfoner if itis damaged whils in your podsassion or if
the faifure ia caused Dy unreasonabla usa. In no evant shed Warantor be liakls for Ingidental or consaguential
damages. [ re avant ahall any Implied warrarty of marchantab ity or fitnass for uae excesd the lerm of the
lnited warranty stated abave,

Some gtales do not allow imitatons on how lang an imptled warranty lasts, so the above limitation may nat apply Lo
you. Some states do not allow the axclusion ar limitatian of incidanitzl or consaquantial damagsa, s the ahave
Emitation: ar gxaluslon may nat apply o you, This waranty gives you spacic legal rights, and you may alss have
gifar zights which vary from stat to state-

Parts will be provided by our factary organization or an authcrized service organization in your ared. All veu noed do
1 ook w9 wo in the vellow pages or write 10 the address given balow. If yau wish further ek o infrmation congarn-

ing 1hls wamanty, cortact

Maneger - Progduct Servica
Amarican Standard ne,
Clarksyila, TH 37040-1008

American Stardard Inc;
Tha Trane Co.
Clarkedia, TH 37040-1008

Warramor
GiW-511-4080

"ptional extonded scth (6th) through tenth {10t} yeer lirited warranty fa the compreasor i availatla for moal
modale
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Gluaraniea: Gantral Soclnkler Sorp.
Wwill rapair ardtfar replace any
products Iownd 1 be defedtiva in
material ar werkmanship within a
aaricd of ane year from the date af
shipreant, Pleass refar 1o tha cueratt
Frice List for further delzils of the

Central Sprinkler Corporation

45 rqn;i'q thannan Aveaus, Lansoale, Ba 19446
Fhone (2135) 5E2-DF0
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OASIS Wheelchalr Water Caoler Specifications

Limited 5-'fwar Warranty!Conlirastel imis ofiha
Undzd Stamz and Caneday Five y3ars an ha
sacerd reiigeralion gystm and mast camponent
parts, Dalmled wamangy cartifoale Groissd Wit
B3Ch WERT Zooiar, 2ampl opy avaiaklia upan
Taclest.

Weareanky: Ong year on ke saged rafigemton
gysiam and most componsal gark, Fourem):
teaneitiene eorlan: o sealad mirgemton oy
tem, Damked warrnty certiicale ersksed wi
b wealel SRR SAMPE oY Swailabie U
TecuesL
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WARBAMTY & LIMITATICN OF SELLER™S LIABILITY: Themec Company, Inc. warrantz anly that its
coatings reprasentad hergin meet the fomnulatlen standards of Tnamas Company, [ng.

‘THE WaRRANTY DESCRIBED M THE ABCYE PARAGRAFH
Srall BE M LEU CF ANY OTHER WARAAMTY, EX.
PRESEED OR EMFLIED, INCEUDING BUT NOT LIMITED T,
AMY IMBELIED WARRAMTY OF MERCHANTABILITY CR
FIAZEE FOA A RAATICULAR FURPOSE THERE ARE MO
WASRANTIES THAT EXTEND SEYOND THE DESCRIPTION
0N THE FACE HEREQF,

Tha buvar's zols and axclusiva samady against Tnames Com-
pany, Ing, anali o2 for replacement of the oredust or redund
at Lhe purckease price in the avart that 2 dafctiva condlion
af the nraduct sk b2 found bo exdst, HO OTHER ASMEDY
(IRCLUDING, SUT HOT WUMITED T3, [NEIDENTAL OR
CONSEQUENTIAL DiaMASES FOR LOST PRCAITS, LOST
2ALEZ, IMUAY TO FES2CH OF SS0PEATY, 'OR ANY
OTHER (NCIDEMTAL OA CONSECUSNTIAL LO35) SHAaLL

BE AVAILAGLE TQ THE SUYER, The sols puisass of ihis
axciuslne remedy shall e ta previde buyer with r2plagement
of the orycycs e refund of the perzhase odes af e pradost
il any dafact in matarials is fund B exdst, This exclusive
remedly anelt not be deamed (o nave fallad its asseatial gus
posa 4o 9ng a4 Tnemea Company, Ine, 12 willing ard able
te replacs the defective materials oe rafund the purchasa price.

Tzrhnécal and applleation Infomaticn heratn is pravided or
tha papose of astablishing 1 general prfila of the coating
and proper corflng agpdcation procedwes, Test partarmancs
resilbs wers cotaared in 4 cantralbed edvirdnment zxd Tnentec
Campany mekas no claim thet these teals or any ciier fests,
acourktely represent all anvircnssents, A5 appilcatian, enviran-
mantzl and design faghorg can vary gignlficandly, dug cire
should be sxerclsed |n the election and use of e aoating.

PUBLISHED TECHMICAL DATA ANMD INSTRUCTICHS RZ SUSJECT TO CHANGE \WITHOUY NUTICE.
CONTACT YOUR THEMES REPRZSENTATIVE FOR CURRSEMY TECHMIGAL TDATA AND INSTRUCTIONS,

THAEEIEEE ARG, FT.
Pagl Jffice B 41174 W ioodacnedag Plants:
5, e BaTa1-1748 amsas by, Mgt
(81 4532400 Eadilmnas, Maryland
PAR: |316] #1281 Cemgton, Caltomia
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TECENICAL SPECIFICATIONS
AND DESCRIPTION POR
UNINTERRUFTIBLE POWER SYSTEM
RS TR0 (1] - 0 k)

Theee P i« sl ot

[0.0 WARRANTY

The UES hllbe covered by 4 Fll paris nd ahor vamy o the ghenior The WAITRDLY
perid shall be for twlve {12) mondis From due of installuion of Weephines by cutomr of sighteen
(18} monts from date of shipment fom (b damufucturey, whithovar oveict i,
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WAARANTY AMD LIMITATION OF LIABILITY
Soibgr warran s For 3 cenod of sighiesn 18] momhs liam deis | shipmaee| Irgm <2 fascory
rrgna 1] yhar (rom date of insallabon, echeeer ocoues frae, tial ad Froducts fyrmehed
2¢ oL drd Ifee rgme dalectia i manenalt 4 workmanship,

Sedlor s hapdity fov any Braach of this Warr ancy shait be fimited derathy !0 raplaggmar] o
répas, &7 Thi solw opkion af Sellar, of any parl of party lound (0 ba dePacthe 2 uning <hy
WArLALy 2410 prowiding the Proouct 18 peodaty ingialbed amd in Gawe uasd a4 srigicai b
Incandad. Byper musi noly Sedad at airy breagh ol i Wamenty withen tha afaesmantan
ed Wasranty penod: dalaciiva pars Tusl ba snipged Gy Bupsr o Sebw, FArSpanalwn
CRAanged sardpmid,

IT15 EXFAESS: T AGAEED THAT THES SHALL BE THE SOLE AMD EXCSL5IVE REMEDY
OF THE IUYER. UNDEA N SIASUMSTARNCES SHALL SELLEA PE LABLE FOR ANY
COETS, LOSS, EXPENSE, DAMAGES. SPECIAL DAMAGES, INCIDEHTAL DaMAGES
WA CONSCAUENTIAL DAMMGES ARISING QIAELTLY OA INDIBECTLY FROM THE
DESIGM, MANUFACTLIRE, SALE, USE 2R REPAIR OF THE FRQOLICT WHETHER BAS-
S0 UFON WARRANTY, CONTRACT, NEGLIGEMCE OR STRICT LLABILITY 1N NO EVERT
WILL LIABIITY EXCEED THE FUACHASE PAICE OF THE PROOUSCT,

THE WARAANTY ARD LMITS OF CABILTY CONTARED HEREIN ARE 15 USUOF AlL
QVHER WARBANTIES AND LLABILITIES, EXPRESSED AR IMPLIED. ALL IMPLED WAA-
AANTIES OF MERSHANTABILITY AND FITNESS FOA A PARTICULAA PURPOSE ARE
HEAEDY QISCLAMED BY SELLER AWD EXCLUDED FROM THIS WARRARTY

Swllér nwriner 23UMAR ¢ o AUThOrZEs BNy PEFSCH |0 AAtamHE for it any ohas ey
chliglan ir G estlon with (Rw sle of e Procwsl This Wamasty shall mol By 1 Ay
Arogduct or parie 2l Producty wisch (ah havs Daen repursd o Aliposd outside af Sallec's
facikha: or B] Raws Bagn subiect (0 mIaUBe. 18qIQaRCE Of Raadwne: of (o1 v BSEA ug
o N @ mRANST SOALARY 1o Seabers INEiRCOOM.

In tha caxe of Aroducty not mamifachured Dy Seley, e it ng waramy ‘rom 3allan, sur
Sefiar will watena 12 e Buysr BRy AWTAMTY OF Salkae A tudoliee oF such rroicis,
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SPECIFICATIONS & WARRANTY

Ther candoator Siad fumish and Install valoan Cabiet Unlt Heahors os selacted 1o moat & exmeed job equrartants, The
Colret UnibHeoters wall confomm ta dha itanms lishad Below,

CAEINERS

Al aaninets wil ba constuctad with 10 gauga slectio gehanecd deel Intenal Sabinats, 550 parst and fon, The front
pangl shallbe fumishedin gaege eledatio gulwanas Slad, Adageataveo area farinatalation of controlvahes o eleclie)
ecpulprmant sholl ba pravided on boih sdaesof the infamal cobinet. The motarftan support shall ba provided with amict lang
appart gussat o nswe qulke gperalion.

The cabiret shall e provided wilh Q neumal eggsiel Baked dndamal pare ok as standond, (avolotla if specifed)
Powder eoated baked enomel, calor saleched irom Yulcan Cablnat Unlk Heater Cotor Chart,

Al cabinets shall Be sLppfad with acfushele rad rmdamiting brackets which wil prvids adhsimant to comect allgnmert
of the unlt at Instaiation to nen wquware o auk of e wols, faists, stads or suoces. Adustabile levefing lags two each bose
lag}are qualatle when speciied,

RECESSED JMITS

Al recassad unilks shall be spliad with o Well Seal" assambhy. Th csembly shall provids protecton ta the wall orceting
conginsction materd, The Wal Seol ol besuppied Inan egoghel baked anameal prmas sontas stomndard. GYhenspeciisd)
Baked ararnal Sl mdy B4 salected from Vuloon Cobinet Undt Hegter Cofor Chit,

CEILIbeE MOUNT QR RECESSED UNITH

ARG LNl Shell e suppled with a saninaus Maged frant panel, The contnuous hinge shall provide Al swing Teeugh
0, Asatety chalnshel be provided as sfancard fo prevant the facs panel rom swinging hill apen accldentely. Thi chak
rriust b mceslty dedeehad fo allow full Sagass for servdcing,

ALTERS
A fUtees supolied of sfandoid shal e rausable aluminum meadiawith 41% anestanca keval, Fithars sholl ba e i type
whizh are tocked Into pastlon with two cotter ping,

FAaks
Fanwhaals sl e canidfugal, fenvord curved. doubla width of electro cahvomedl staal, Facksusings shallba of fomed.,
aglvanized sheet matal,

MOTORS .

Allmote=sshall have Integroltharmal protaclionand start of 72 paraent of rotedvaliog s, Almoton shallbe ofpus.c. desgn
ard be copable of epearcding i high stabs conditions. Al modors shall ta factary un-testad ard assembled i ynlk prior fo
hipeig, '

ELECTRICAL
Allintgmol widng shall be done at fhe factan and every unit shal B Rk tasked for nelkakiliey.

FRESH AR CAMPERS

Wher desirsd specity either of the fofowing:

1. Whergnoted 25% ianuatOukids AlrDampers sthallbe provided, Amaruall operated damparquadratshal provide
frarn 0% to 25% qullcs Grihrough ine uee of @ single Dlode dampar.

2. Wheenoted 23% Maetoriad Culside Al Dampens shal ba provided, A synchinous eatet £ 11501 Intetncied wifhy
tha Dlowsr shal qutonnalizoly DDEn M oul&da g derger whan tilguwar stete. Thesngle bladedemper sholl be adiustatla
o U% te 23% outside alr. Winen he Siower shops or ther B0 s of power tie dasper shall rehun b e closed posltion,

WARRANTY

The procucts In Ihis catalog are wontnted by Yulean Radliator Corpanaton, 1o ba hes from defacts in mobedad ond
workmenship for o peded of one {1} year from fhe dateof shipmant from Vulzon's plant. Wulcon's ToBilihy Undkes I8swarkarnly
et e 40 neplacing orepoing fut dur expption, £.0.B. oyr plont gy defective camponent of asembly setumed o our fackony
Arapald ond with proper etun cutherlzaton docurment. Al repals or rapiocements are mnde subjact e fastany inspachion.
0 xabliity i Accaptad for Sansacuanticl dameges, frekaht o kb charges,

Vulcan

FULCAM RACUTSS toRpomarosn Bt Fitch Blecl. « Soothy wWindsor, T 06074 « Tel (20302876343 Fax {203) 528-887)
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IT. HIARANTER

Areriticn loss of mineral is quaranceed not to exceed 3% par
year for a peried af three (3) years.

All mecnanical equipment is gquaranteed for one (1) vear
against any defacts in workmanship or materials. Any park
proving to be defeckive will be replaced or repaized wichin
thiz pericd.

The manufactursr guarantess that uondsr  agtual  normal
operating conditions, the minmeral shall not be washed cut of
the svstan during the service run or during the kackwash
cyehe: thab the tuzbidity and color of the efflueat, by
reazonl of paseing rhyough the gofiening system, shall not be
greatar than that of the incoming water; and that the
underdrain system, gravel and mineral skall pot  become
fouled, ezther wita turbidity or by dirt, rust, or seale
from the saftener systenm, while operating as noted in the
manuacturer's inetruction manual,

CVER ALL SYSTEM DIMENZIOWE : L 144" X W 78" X H 101V
SHIFRING WEIGHT : 19000 LBS

%WMH%WEWH%*W wicesd \??H i, Q%QQS ,

3 Meicioin DeVds Comeereoion Lese Yran 3,5000 4HM
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11, GULRANTRE

Attrition loss of mineral is quaranteed not to exceed 5% per
yaar for @ peried of three (3) years.

ALl mechanical equipment is gquaranteed for cue (1) year
against any defects in workwanship or materiale. Any part
oraving b be defeciive will be replaced ov rasaired within
this pericd.

Tha manufaﬁturer suszantees that under actual normal
operating condizione, the mineral shall not he washed our of
che system during the service run of during the hackwash
cyele; that the twbidity and color of the effluent, by
reazon of passing tavough the gofteninc system, shall not be
greater thar that of the incowing water: and that the
underdrain system, gravel and mineral shali dot  become
founed, eltvher with turbidikby or hy dirt, rust, or spale
from the dealkalizer eyetet, whils operating as noted in the
nanufacturer ‘s instructios manwal,

GVER ALL SYSTEM DIMEMBIONS : L 288v X W 20" X B 105"
SHIPPING WEIGET : 23000 LBE

el
W‘W oFOaminy Wihan SR BY
*C‘iim;@& ?ww\@hﬂﬂ-!kﬂtq‘)a&%ﬂmi 1
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WILKINS

|
f
m Il' F5hp BA GFICAIG
———

WARRANTY

WILKINSG' Backilow Preventers ara warranted
against defeets in matarial and workman-
ship for a periad of one year from date of
shipmeant strictly in accordancs with
WILKING' Cartillcate of Limited Warraniy.
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10.

HVAC Filters

The following table presents the filter information for the CEP's HVAC

systems including the air handling units, supply fans, high-efficiency units,
etc. The information listed includes: filter type, filter size, number of filters,
manufacturer and model number. The Table is arranged alphanumerically

by equipment.

** Filter information to be collected during field survey **

Table I-9: CEP HVAC Filters

Equipment

Filter
Description

Filter
Quantity
& Size

Total
Static

Manufact.

Model

Press.

CEP-AHU-001

CEP-AHU-002

CEP-AHU-003

CEP-AHU-004

CEP-AHU-005

CEP-AHU-006

CEP-AHU-007

CEP-AHU-008
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Table I-9: CEP HVAC Filters
Equipment | Filter Filter Total | Manufact. | Model
Description Quantity | Static #
& Size Press.
CEP-AHU-009
Naval Medical Center CEP Date: Feb96 Part: | Warranties Page: W-45

* PREFINAL SUBMITTAL **




11. Roofing
The roof of the central energy plant is designed at different levels. Since
the new central energy plant is being constructed around the existing plant
the roof constructions ands area must be field verified.
Table I-10: Total Area of Roof Surface/System at the CEP
System * Area (ft?) * Manufacturer * Supplier * Installer *
System 1
System 2
Etc.
All information to be verified during site visit.
> Preventive Maintenance Procedures and Schedule
> Repair Procedures
> Modification Procedures
> Common Roofing Maintenance Errors
> Roof Structural Load Limits
> Color-coded Roof Plan
GOOD PREVENTIVE MAINTENANCE IS MANDATORY
A successful roof management program requires an understanding of the
long term approach by financial, engineering, and purchasing managers
from the outset. Planned maintenance over the entire life of a roof can be
expressed in short term and long term advantages readily recognized by all
management levels. Roofing and flashing should be maintained to prevent
water or moisture from entering the building and to eliminate the necessity
for renewal for as long a period as is practical. When renewal is required,
the choice of materials for reroofing should be selected from those that will
provide at least 20 years of service.
There are many scientific tests that roofing experts can make to determine
the condition of your building's roof. Here, however, is a quick check that
you can make to quickly ascertain whether or not you need an inspection
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by a qualified roof maintenance engineer. Look closely at the
Southwestern exposure of your roof - "The Weather Ridge" - if the gravel is
dislodged or you can see exposed felts, your roof needs help now.

The most costly error a building owner can make regarding his built-up roof
IS to permit the expensive structural elements of his roof (the felts) to be
consumed in order to achieve the arbitrary service life stated in the original
specifications. Proper interim maintenance can extend roof life
economically to more than double the years stated on the roof bond!

ROOF INSPECTION

The time for a thorough roof inspection is immediately after Winter. Ice,
sleet, snow, wind, hail, freezing and thawing can mean disaster for a roof.
Severe temperature changes break soldered joints in gravel stops. Once
opened, water penetrates the felts and insulation and causes unseen
deterioration that ultimately leads to roof failure.

As metal decks expand and contract with temperature changes, surface
cracks may appear. Water seeping through masonry parapet walls
freezes, and the expansive force that results causes spalls in the brick and
stone, forcing mortar joints open.

A professional detailed examination in Spring points up Winter problems
and makes the right corrective action possible - before extensive damage
can develop. Inspection can reveal:

. Breaks in parapet and roof flashing

. Expansion cracks

. Pitch pockets that require refilling

. Parapet walls and coping that need waterproofing

. Areas of protective gravel that have been dislodged

. Small cracks, blisters and exposed felts that require mending

Blocked gutter and drains that need re-opening
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. Debris that has collected on the roof
. Gravel stops that need to be resoldered and reflashed.

All roof projections need a Spring inspection also - ladder struts, guy wires,
sign bracing, metal vents, and pipes. Such structures often cause severe
roof damage because of improper maintenance of pitch pockets and
curbed openings.

WHAT MAKES A ROOF LAST ?

The most important part of your roof is the top of the roofing felt closest to
the atmosphere. When not protected by bitumen, these felts become
contaminated by fungi, ozones, water, and the entire spectrum of light rays.
The felts rot! Roofing felts are not by themselves waterproof! If not
properly protected by bitumen, they wick and disintegrate.

A properly protected felt is covered by a thin coating of bitumen that
permits the felts to be flexible while still waterproofed! The most important
aspect of protecting a roof then is the "top coating”. In order to be both thin
and yet cover all surfaces, it should be poured on and not mopped on the
felts. A bitumen coating of between 75 to 100 pounds per 100 square feet
applied at a moderate temperature is recommended. Bitumen is the heart
of a roof system. It protects the felt as it waterproofs, and it is self-healing
owing to its ability to cold-flow during temperature changes.

ERRORS TO AVOID IN MAINTAINING A ROOF

The kind of workmanship that goes into a new roof is more important than
the materials. Improper application of the best materials means trouble
from the beginning.

Here are some common application faults:

! Improper cleaning of surfaces to be bonded

Application of asphalt or pitch bonding coats at the wrong
temperature.

Failure to fit roofing felt properly against cant strips, and parapet
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walls. The resulting air pockets that develop permit holes to be
kicked into the roofing in there areas

Application of untried or unproven products, some of which border on
the exotic.

Failure to apply a base sheet over wood decks, or other decks with
open vents.

Failure to cover knotholes and cracks with metal

Application of built-up roofs in extremely cold or wet weather
Inadequate application of the final flood-coat of hot bitumen and the
placing of slag or gravel after the bitumen is cold. The bitumen must
be poured on, not mopped, in the quantity specified, and the

aggregate spread while the bitumen is hot.

Application of too much bitumen on the weather surface of
smoothsurfaced built-up roofs.

The qualified roofing man knows that asphalt and asphalt saturated felt
must be used in repairing and maintaining an asphalt built-up roof .
Similarly, coal tar and coal tar saturated felt must be used in maintaining
coal tar pitch built-up roofs. Mixing of pitch and asphalt bitumens must be

avoided.

DO'S AND DON'TS FOR A SUCCESSFUL ROOF PM PROGRAM

Do take care of any roof damage immediately

Do re-roof if your roof felts and insulation are wet or there are serious
membrane leaks on 25 per cent of your roof.

Do establish a program of scheduled inspections and maintenance.

Do consider Class | roof construction rather than Class Il to realize
savings due to lower fire hazard and insurance costs.

Do install roof walkways for use in servicing roof-top equipment.
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Keep damaging traffic where it belongs.

Don't allow your roof to become a graveyard for old belt guards,
hoppers, hoods, and obsolete equipment.

Don't use your roof as a maintenance area. Heavy tools, grease and
oil will only cause trouble!

Don't let roof sumps become clogged. Pour drainage is disastrous to
any roof, sloped or dead level.

Don't mount equipment directly on top of the roof. Construct a curb
to support it.

Don't just poke a new vent pipe through the roof and apply "gook"
around it. Flash properly to avoid future trouble.

Naval Medical Center CEP Date: Feb96 Part: | Warranties Page: W-50

* PREFINAL SUBMITTAL **



Drawing List

The following table lists the drawings prepared for the CEP. Data includes:
NAVFAC number, EFD number, sheet identification, sheet number, and the
drawing title. The Table is arranged numerically by sheet number.

Table I-11: CEP Drawing List

NAVFAC # | EFD # | Sheet ID Sheet # Drawing Title

4255950 355950 GO0-1 1 0f 197 Cover Sheet

4255951 355951 G0-2 2 of 197 Site Vicinity Map

4255952 355952 CO0-1 3 of 197 Civil Legend

4255953 355953 C0-2 4 of 197 Sheet Orientation

4255954 355954 CO0-3 5 of 197 CEP Site Plan

4255955 355955 C0-4 6 of 197 Soil Boring Location Plan

4255956 355956 C0-5 7 of 197 Soil Boring Logs

4255957 355957 C0-6 8 of 197 Soil Boring Logs

4255958 355958 C2-1 9 of 197 Surface Demolition Plan

4255959 355959 C2-2 10 of 197 Utility Demolition Plan

4255960 355960 C2-3 11 of 197 Site Layout Plan

4255961 355961 C2-4 12 of 197 Site utility Plan

4255962 355962 C2-5 13 of 197 Site Grading Plan

4255963 355963 C3-1 14 of 197 Driveway Profiles & Horz.
Baseline Geo.

4255964 355964 C4-1 15 of 197 Site Details

4255965 355965 C4-2 16 of 197 Concrete Pavement Plan &
Details

4255966 355966 C5-1 17 of 197 Storm Drain/Sanitary Sewer
Profiles

4255967 355967 C5-2 18 of 197 Steam Profiles

4255968 355968 C6-1 19 of 197 Storm Drain Details

4255969 355969 C6-2 20 of 197 Storm Drain and Misc Details

4255970 355970 C6-3 21 of 197 Sanitary Sewer and Water
Details

4255971 355971 C6-4 22 of 197 Sediment and Erosion

Control Details
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Table I-11: CEP Drawing List
NAVFAC # | EFD # | Sheet ID Sheet # Drawing Title

4255972 355972 C6-5 23 of 197 Steam Manhole Details

4255973 355973 C6-6 24 of 197 Steam Manhole Details

4255974 355974 C6-7 25 of 197 Steam Manhole Details

4255975 355975 A0-01 26 of 197 Arch. Symbols and
Abbreviations

4255976 355976 A0-02 27 of 197 Demolition Plan

4255977 355977 A1-01 28 of 197 First Floor Plan

4255978 355978 A1-02 29 of 197 Mezz., Interstitial and Third
Floor Plan

4255979 355979 A1-03 30 of 197 Roof Plan

4255980 355980 A4-01 31 of 197 Exterior Elevations

4255981 355981 A4-02 32 of 197 Exterior Elevations

4255982 355982 A4-03 33 of 197 Building Section/Elevations

4255983 355983 A5-01 34 of 197 Exterior Closure Sections

4255984 355984 A5-02 35 of 197 Exterior Closure Sections

4255985 355985 A5-03 36 of 197 Exterior Closure Sections

4255986 355986 A5-04 37 of 197 Exterior Details

4255987 355987 A5-05 38 of 197 Exterior Details, Window
Types

4255988 355988 A5-06 39 of 197 Exterior Details

4255989 355989 A8-01 40 of 197 Door Schedule, Room Finish
Schedule

4255990 355990 A8-02 41 of 197 Enlarge Toilet Plan, Interior
Details

4255991 355991 S11-01 42 of 197 Typ. Structural Notes &
Details

4255992 355992 S11-02 43 of 197 Typ. Structural Notes &
Details

4255993 355993 S12-01 44 of 197 Foundation and Pile Plan

4255994 355994 S12-02 45 of 197 Slab and Column Location
PLan

4255995 355995 S12-03 46 of 197 Mezz. Level Framing Plan

4255996 355996 S12-04 47 of 197 Roof Framing Plan
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Table I-11: CEP Drawing List
NAVFAC # | EFD # | Sheet ID Sheet # Drawing Title
4255997 355997 S12-05 48 of 197 Air Intake Framing & Details
4255998 355998 S12-06 49 of 197 Partial Plans & Details
4255999 355999 S12-07 50 of 197 Structural Sections and
Details
4256000 356000 S12-08 51 of 197 Foundation Sections &
Details
4256001 356001 S12-09 52 of 197 Foundation Sections &
Details
4256002 356002 S12-10 53 of 197 Foundation Sections &
Details
4256003 356003 S12-11 54 of 197 Air Intake Framing & Details
4256004 356004 S12-12 55 of 197 Framing Elevations
4256005 356005 S12-13 56 of 197 Framing Elevations
4256006 356006 S12-14 57 of 197 Structural Sections & Details
4256007 356007 S12-15 58 of 197 Structural Sections & Details
4256008 356008 S12-16 59 of 197 Structural Sections & Details
4256009 356009 S12-17 60 of 197 Column Schedule
4256010 356010 S12-18 61 of 197 Structural Sections and
Details
4256011 356011 S12-19 62 of 197 Structural Sections and
Details
4256012 356012 S12-20 63 of 197 Structural Sections and
Details
4256013 356013 S13-01 64 of 197 Cooling Tower FDN/Slab
Plan
4256014 356014 S13-02 65 of 197 Cooling Tower Sections and
Details
4256015 356015 S14-01 66 of 197 Stack Structural Details
4256016 356016 S15-01 67 of 197 Elevator Twr Fdn, 2nd, 3rd,
and Roof Framing Plan
4256017 356017 S15-02 68 of 197 Sections and Details
4256018 356018 M11-01 69 of 197 P & ID Legend Sheet
4256019 356019 M11-02 70 of 197 P & ID Legend Sheet
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Table I-11: CEP Drawing List
NAVFAC # | EFD # | Sheet ID Sheet # Drawing Title

4256020 356020 M11-03 71 of 197 Process Flow Diagram

4256021 356021 M11-04 72 of 197 Piping Spec Tables

4256022 356022 M11-05 73 of 197 Piping Spec Tables

4256023 356023 M11-06 74 of 197 Piping Spec Tables

4256024 356024 M11-07 75 of 197 Steam - P&ID

4256025 356025 M11-08 76 of 197 Feedwater - P&ID

4256026 356026 M11-09 77 of 197 Boiler Vents & Blowdown -
P&ID

4256027 356027 M11-10 78 of 197 Condensate - P&ID

4256028 356028 M11-11 79 of 197 Treated Water - P&ID

4256029 356029 M11-12 80 of 197 Chemical Feed - P&ID

4256030 356030 M11-14 81 of 197 Cooling Tower Water - P&ID

4256031 356031 M11-16 82 of 197 Flue Gas& Combustion Air -
P&ID

4256032 356032 M11-17 83 of 197 Fuel - P&ID

4256033 356033 M11-18 84 of 197 Compressed Air - P&ID

4256034 356034 M11-19 85 of 197 Service & Potable Water -
P&ID

4256035 356035 M12-01 86 of 197 Demolition Plan

4256036 356036 M12-02 87 of 197 Demolition Photographs

4256037 356037 M12-03 88 of 197 Demolition Photographs

4256038 356038 M12-04 89 of 197 Demolition Photographs

4256039 356039 M12-05 90 of 197 Demolition Photographs

4256040 356040 M13-01 91 of 197 Piping Plan - Existing Boiler
Room

4256041 356041 M13-02 92 of 197 Piping Plan - Chiller Room

4256042 356042 M13-03 93 of 197 Piping Plan - Diesel
Generator Room

4256043 356043 M13-04 94 of 197 Piping Plan - Boiler Room
Expansion

4256044 356044 M13-05 95 of 197 Piping Plan - Waste Handling
Area
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Table I-11: CEP Drawing List
NAVFAC # | EFD # | Sheet ID Sheet # Drawing Title
4256045 356045 M13-06 96 of 197 Piping Plan - Mezzanine
4256046 356046 M13-07 97 of 197 Roof Plan
4256047 356047 M13-08 98 of 197 Piping Plan - Cooling Tower
4256048 356048 M13-09 99 of 197 Piping Plan - Fuel Oil Storage
4256049 356049 M13-10 100 of 197 | HVAC Plans and Details
4256050 356050 M13-11 101 of 197 | HVAC Schedules
4256051 356051 M14-01 102 of 197 | Mechanical Sections
4256052 356052 M14-02 103 of 197 | Mechanical Sections
4256053 356053 M14-03 104 of 197 | Mechanical Sections
4256054 356054 M14-04 105 of 197 | Mechanical Sections
4256055 356055 M14-05 106 of 197 | Mechanical Sections and
Details
4256056 356056 M14-06 107 of 197 | Instrument Installation Details
4256057 356057 M14-07 108 of 197 | Instrument Installation Details
4256058 356058 M14-08 109 of 197 | Instrument Installation Details
4256059 356059 M14-09 110 of 197 | Instrument Installation Details
4256060 356060 M14-10 111 of 197 | Instrument Installation Details
4256061 356061 M14-11 112 of 197 | Breeching Details
4256062 356062 M14-12 113 of 197 | Mechanical Details
4256063 356063 M14-13 114 of 197 | Potable Water - P&ID
4256064 356064 M14-14 115 of 197 Domestic Hot Water System
Piping Plan

4256065 356065 M14-15 116 of 197 | Mechanical Details
4256066 356066 M15-01 117 of 197 | Plumbing
4256067 356067 M15-02 118 of 197 | Plumbing - Schematics
4256068 356068 M15-03 119 of 197 | Service Water and Air
4256069 356069 M15-04 120 of 197 | HVAC Plan
4256070 356070 M15-05 121 of 197 | Schedules
4256071 356071 M15-06 122 of 197 | Schedules
4256072 356072 M15-07 123 of 197 | Fire Protection
4256073 356073 M15-08 124 of 197 | Fire Protection
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Table I-11: CEP Drawing List
NAVFAC # | EFD # | Sheet ID Sheet # Drawing Title

4256074 356074 M15-09 125 of 197 | Breeching Plan

4256075 356075 M16-01 126 of 197 | Control Diagrams

4256076 356076 M16-02 127 of 197 | Control Diagrams

4256077 356077 M16-03 128 of 197 | Control Schematics

4256078 356078 M16-04 129 of 197 | Control Schematics

4256079 356079 M16-05 130 of 197 | Control Schematics

4256080 356080 ED-4 131 of 197 | Electrical Demolit. - Site Plan

4256081 356081 ES-4 132 of 197 | Electrical - Site Plan

4256082 356082 E2-1 133 of 197 | Stack Lighting

4256083 356083 E2-3 134 of 197 | Schedules & Ductbank
Details

4256084 356084 E11-01 135 of 197 | Electrical Symbol Legend

4256085 356085 E11-02 136 of 197 | Electrical Symbol Legend

4256086 356086 E11-03 137 of 197 | Electrical Symbol Legend

4256087 356087 E12-01 138 of 197 | Demolition Plan

4256088 356088 E13-01 139 of 197 | Electrical One-Line Diagram
4160V

4256089 356089 E13-02 140 of 197 | Electrical One-Line Diagram
4160V

4256090 356090 E13-03 141 of 197 | Electrical One-Line Diagram
4160V

4256091 356091 E13-04 142 of 197 | Electrical One-Line Diagram
4160V

4256092 356092 E13-05 143 of 197 | Electrical One-Line Diagram
4160V

4256093 356093 E13-06 144 of 197 | Electrical One-Line Diagram
480V

4256094 356094 E13-07 145 of 197 | Electrical One-Line Diagram
480V

4256095 356095 E13-08 146 of 197 | Electrical One-Line Diagram
480V

4256096 356096 E13-09 147 of 197 | Electrical One-Line Diagram
480V
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Table I-11: CEP Drawing List
NAVFAC # | EFD # | Sheet ID Sheet # Drawing Title
4256097 356097 E13-10 148 of 197 | Electrical One-Line Diagram
480V
4256098 356098 E13-11 149 of 197 | Electrical Diagram 480V
SWBD1
4256099 356099 E13-12 150 of 197 | Electrical Diagram 120/208V
SWBD2
4256100 356100 E13-13 151 of 197 | Electrical Diagram 125VDC &
UPS
4256101 356101 E13-14 152 of 197 | Electrical Tripping Schedule
4256102 356102 E14-01 153 of 197 | Grounding and Embedded
Conduits
4256103 356103 E14-02 154 of 197 | Grounding and Embedded
Conduits
4256104 356104 E14-03 155 of 197 | Lighting Protection Plan
4256105 356105 E14-04 156 of 197 | Lighting Protection Plan
4256106 356106 E14-05 157 of 197 | Cable Tray Plan
4256107 356107 E14-06 158 of 197 | Cable Tray Elevations
4256108 356108 E15-01 159 of 197 | Lighting & 120V Services
Plan
4256109 356109 E15-02 160 of 197 | Lighting & 120V Services
Plan
4256110 356110 E15-03 161 of 197 | Lighting & 120V Services
Plan
4256111 356111 E15-04 162 of 197 | Elevator Tower - Lighting and
Power
4256112 356112 E15-05 163 of 197 | Lighting Fixture Schedule
4256113 356113 E15-06 164 of 197 | Lighting Fixture Details
4256114 356114 E15-07 165 of 197 | Lighting Fixture Details
4256115 356115 E15-08 166 of 197 | Lighting Fixture Mounting
Details
4256116 356116 E15-09 167 of 197 | Lighting Fixture Mounting
Details
4256117 356117 E16-01 168 of 197 | Cable and Raceway Plan
4256118 356118 E16-02 169 of 197 Cable and Raceway Plan
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Table I-11: CEP Drawing List
NAVFAC # | EFD # | Sheet ID Sheet # Drawing Title
4256119 356119 E16-03 170 of 197 | Cable and Raceway Plan
4256120 356120 E16-04 171 of 197 | Cable and Raceway Plan
4256121 356121 E16-05 172 of 197 | Cable and Raceway Plan
4256122 356122 E16-06 173 of 197 | Cable and Raceway Plan
4256123 356123 E16-07 174 of 197 | Cable and Raceway Plan
4256124 356124 E16-08 175 of 197 | Cable and Raceway Plan
4256125 356125 E16-09 176 of 197 | Panelboard Schedules
4256126 356126 E16-10 177 of 197 | Panelboard Schedules
4256127 356127 E16-11 178 of 197 | Cable Tabulation
4256128 356128 E16-12 179 of 197 | Cable Tabulation
4256129 356129 E16-13 180 of 197 | Cable Tabulation
4256130 356130 E16-14 181 of 197 | Cable Tabulation
4256131 356131 E16-15 182 of 197 | Cable Tabulation
4256132 356132 E16-16 183 of 197 | Cable Tabulation
4256133 356133 E16-17 184 of 197 | Cable Tabulation
4256134 356134 E16-18 185 of 197 | Cable Tabulation
4256135 356135 E16-19 186 of 197 | Cable Tabulation
4256136 356136 E16-20 187 of 197 | Cable Tabulation
4256137 356137 E17-01 188 of 197 | Electrical Details
4256138 356138 E17-02 189 of 197 | Electrical Details
4256139 356139 E18-01 190 of 197 | Comm. & Fire Detect. Riser
Diagrrams
4256140 356140 E18-02 191 of 197 | Communicat. & Fire
Detectection
4256141 356141 E18-03 192 of 197 | Communicat. & Fire
Detectection
4256142 356142 E19-01 193 of 197 | Main Control Panel Elevation
4256143 356143 E19-02 194 of 197 | Main Control Panel
Schedules
4256144 356144 E19-03 195 of 197 | Main Control Panel
Schedules
4256145 356145 E19-04 196 of 197 | Generator Control Panel
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Table I-11: CEP Drawing List
NAVFAC# | EFD# | SheetID | Sheet # Drawing Title
4256146 356146 E19-05 197 of 197 | Generator Control Panel
Schedule
4256147 356147 U-E1-1 of Electrical One-Line Diagram
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13. OMSI Diskettes

Following this page is a hanging diskette holder which contains 3.5" HD
diskettes for Parts I, I, and Il of the OMSI for the CEP:

Disk # Files Description Filename Filetype
1 Part | Database Includes the data from Part|  cp-i-db.dbf ASCII
sections 2,3,4,5,6,7 in a
centralized database
2 Equipment Includes the data from Part|  cp-i-ms.dbf Mainsaver
Inventory section 8
3 Part | Text Includes all word processed cp-i-tx.dbf Word 6.0
text from Part |
CEP Site Plan Color-coded drawing cp-i-sp.dwg AutoCAD
V12
CEP Utility Cutoff ~ Color-coded drawing cp-i-ut.dwg AutoCAD
Drawing V12
4 Part Il Text Includes all word processed cp-ii-tx.dwg Word 6.0
text from Part 1l
Etc.
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14.

Basis of Design

This section is simply a copy of the Basis of Design developed by the A/E
responsible for the design of the mechanical and electrical systems in the

CEP.
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